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Public Service Commission of Wisconsin   
Rebecca Cameron Valcq, Chairperson 4822 Madison Yards Way 
Ellen Nowak, Commissioner P.O. Box 7854 
Tyler Huebner, Commissioner Madison, WI  53707-7854 

 
November 18, 2021 
 
Re: In the Matter of Rulemaking to Update Wisconsin 

Administrative Code Chapter PSC 119 for Interconnecting 
Distributed Generation Facilities 

1-AC-256 

 
To the Technical Advisory Committee:  
 
At its open meeting of November 18, 2021, the Public Service Commission (Commission) 
approved your appointment to the Technical Advisory Committee for the revision of Wisconsin 
Admin. Code ch. PSC 119, Rules for Interconnecting Distributed Generation Facilities.  
 
Thank you for agreeing to serve on the committee.  Attached to this letter is a roster of the 
committee appointments and affiliations.   
 
The next meetings of the committee are scheduled for 1:00 p.m. on Monday, November 22, 2021 
and Monday, December 6, 2021.  The meetings will be held virtually.  A Zoom meeting invite 
will be sent separately via email. 
 
We are enclosing a copy of the current Wis. Admin. Code ch. PSC 119, which contains the 
current rule text for PSC 119.  Additionally, appointees to rulemaking advisory committees are 
subject to Wisconsin’s ethics and lobbying law (Wis. Stat. chs. 13 and 19).  Enclosed is a 
memorandum detailing the specific provisions in Wisconsin’s ethics and lobbying law that apply 
to members appointed to rulemaking advisory committees.  
 
Please feel free to contact me at (608) 658-7084 or Joe.Fontaine@wisconsin.gov if you have any 
questions. 
 
Sincerely, 

Joe Fontaine 
Joe Fontaine 
Energy Policy Advisor 
Division of Energy Regulation and Analysis 
 
JF:cmb:DL: 01842676 
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Rev:  9/10/2021 
 

ROSTER 
 

ADVISORY COMMITTEE FOR RULEMAKING TO UPDATE WIS. ADMIN. CODE CH. PSC 119, 
RULES FOR INTERCONNECTING DISTRIBUTED GENERATION FACILITIES 

 
Organization Member Email Alternate(s) Email 
Alliant Energy Tyson Cook TysonCook@alliantenergy.com Derek Wagner, 

Jim Krier 
DerekWagner@alliantenergy.com; 
JimKrier@alliantenergy.com   

Arch Electric Dan 
Steinhardt 

dan@archelec.com 

  

Citizens Utility Board of 
Wisconsin (CUB) 

Corey 
Singletary 

singletary@cubwi.org 

  

Eland Electric Jesse 
Michalski 

jessemi@elandelectric.com 

  

Faith Technologies Steve Nieland Steve.Nieland@energybyentech.com Dustin Scaife Dustin.Scaife@energybyentech.com 

Generac Brian 
Baughman 

brian.baughman@generac.com Andrew Cote andrew.cote@generac.com 

L&S Technical Associates Larry Krom LK@lstechnical.com 

  

Madison College Ken Walz kwalz@madisoncollege.edu Joel Shoemaker jbshoemaker@madisoncollege.edu 

Madison Gas and Electric 
Company (MGE) 

Dave Toso dtoso@mge.com Aaron Lindgren alindgren@mge.com  

Midwest Renewable Energy 
Association (MREA) 

Nick Matthes matthes@midwestrenew.org Nick Hylla nickh@midwestrenew.org 

Midwest Tribal Energy 
Resource Association 

Mike Troge mtroge.mt@gmail.com Sara Drescher Sara.drescher@fcpotawatomi-nsn.gov 

Municipal Electric Utilities 
of Wisconsin (MEUW) 

Nick Kumm kumm@marshfieldutilities.org 

  

Northern States Power 
Company-Wisconsin 
(NSPW) 

Ed Shannon Ed.Shannon@ulteig.com Tyrel Zich, 
Edward Auth, 
Matthew Hagen, 
Dean Schiro, 
Callie Walsh 

Tyrel.Zich@xcelenergy.com;  
Edward.T.Auth@xcelenergy.com; 
Matthew.M.Hagen@xcelenergy.com;  
Dean.E.Schiro@xcelenergy.com;  
Callie.K.Walsh@xcelenergy.com 
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Organization Member Email Alternate(s) Email 
RENEW Wisconsin Michael 

Vickerman 
mvickerman@renewwisconsin.org Jim Boullion jim@renewwisconsin.org 

Slipstream Frank Greb fgreb@slipstreaminc.org Scott Hackel, 
Lee Shaver 

shackel@slipstreaminc.org; 
lshaver@slipstreaminc.org 

Sunvest Adam Gusse adamg@sunvest.com 

  

Wisconsin Electric 
Cooperatives Association 
(WECA) 

Craig Buros cburos@vernonelectric.org 

  

Wisconsin Electric Power 
Company (WEPCO) 

Ann Wendt ann.wendt@wecenergygroup.com David Nestler david.nestler@wecenergygroup.com 

Wisconsin Public Service 
Corporation (WPSC) 

Jason 
Kollwelter 

jason.kollwelter@we-energies.com Corey Kuchta corey.kuchta@wisconsinpublicservice.
com 

WPPI Energy Eric Kostecki ekostecki@wppienergy.org Chris Chartier cchartier@wppienergy.org 
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Chapter PSC 119

RULES FOR INTERCONNECTING DISTRIBUTED GENERATION FACILITIES

Subchapter I — General
PSC 119.01 Scope.
PSC 119.02 Definitions.

Subchapter II — General Requirements
PSC 119.03 Designated point of contact.
PSC 119.04 Application process for interconnecting DG facilities.
PSC 119.05 Insurance and indemnification.
PSC 119.06 Modifications to the DG facility.
PSC 119.07 Easements and rights−of−way.
PSC 119.08 Fees and distribution system costs.
PSC 119.09 Disconnection.
PSC 119.10 One−line schematic diagram.
PSC 119.11 Control schematics.

PSC 119.12 Site plan.

Subchapter III — Design Requirements
PSC 119.20 General design requirements.
PSC 119.25 Minimum protection requirements.

Subchapter IV — Equipment Certification
PSC 119.26 Certified paralleling equipment.
PSC 119.27 Non−certified paralleling equipment.

Subchapter V — Testing of DG Facility Installations
PSC 119.30 Anti−islanding test.
PSC 119.31 Commissioning tests for paralleling equipment in Categories 2 to 4.
PSC 119.32 Additional test.
PSC 119.40 Right to appeal.

Subchapter I — General

PSC 119.01 Scope.  This chapter implements s. 196.496,
Stats.  It applies to all DG facilities with a capacity of 15 MW or
less that are interconnected, or whose owner seeks to have inter-
connected, to an electric public utility’s distribution system.  It
also applies to all electric public utilities to whose distribution sys-
tems a DG facility is interconnected, or to which interconnection
is sought. These rules establish uniform statewide standards for
the interconnection of DG facilities to an electric distribution sys-
tem.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.02 Definitions.  In this chapter:

(1) “ANSI” means American National Standards Institute.

(2) “Applicant” means the legally responsible person apply-
ing to a public utility to interconnect a DG facility to the public
utility’s distribution system.

(3) “Application review” means a review by the public utility
of the completed standard application form for interconnection, to
determine if an engineering review or distribution system study is
needed.

(4) “Category 1” means a DG facility of 20 kW or less.

(5) “Category 2” means a DG facility of greater than 20 kW
and not more than 200 kW.

(6) “Category 3” means a DG facility of greater than 200 kW
and not more than 1 MW.

(7) “Category 4” means a DG facility of greater than 1 MW
and not more than 15 MW.

(8) “Certified equipment” means a generating, control or pro-
tective system that has been certified by a nationally recognized
testing laboratory as meeting acceptable safety and reliability
standards.

(9) “Commission” means the public service commission of
Wisconsin.

(10) “Commissioning test” means the process of document-
ing and verifying the performance of a DG facility so that it oper-
ates in conformity with the design specifications.

(11) “Customer” means any person who is receiving electric
service from a public utility’s distribution system.

(12) “DG” means distributed generation.

(13) “DG facility” has the meaning given in s. 196.496 (1),
Stats.

(14) “Distribution feeder” means an electric line from a public
utility substation or other supply point to customers that is oper-
ated at 50 kV or less, or as determined by the commission.

(15) “Distribution system” means all electrical wires, equip-
ment, and other facilities owned or provided by a public utility that
are normally operated at 50 kV or less.

(16) “Distribution system study” means a study to determine
if a distribution system upgrade is needed to accommodate the
proposed DG facility and to determine the cost of any such
upgrade.

(17) “Engineering review” means a study that may be under-
taken by a public utility, in response to its receipt of a completed
standard application form for interconnection, to determine the
suitability of the installation.

(18) “Fault” means an equipment failure, conductor failure,
short circuit, or other condition resulting from abnormally high
amounts of current from the power source.

(19) “IEEE” means Institute of Electrical and Electronics
Engineers.

(20) “Interconnection” means the physical connection of a
DG facility to the distribution system so that parallel operation can
occur.

(21) “Interconnection disconnect switch” means a mechani-
cal device used to disconnect a DG facility from a distribution sys-
tem.

(22) “Inverter” means a machine, device, or system that con-
verts direct current power to alternating current power.

(23) “Islanding” means a condition on the distribution system
in which a DG facility delivers power to customers using a portion
of the distribution system that is electrically isolated from the
remainder of the distribution system.

(24) “kV” means kilovolt.

(25) “kW” means kilowatt.

(26) “Material modification” means any modification that
changes the maximum electrical output of a DG facility or
changes the interconnection equipment, including:

(a)  Changing from certified to non−certified devices.

(b)  Replacing a component with a component of different
functionality or UL listing.

(27) “MW” means megawatt.

(28) “Nationally recognized testing laboratory” means any
testing laboratory recognized by the U.S. Department of Labor
Occupational Safety and Health Administration’s accreditation
program.

Note:  A list of nationally recognized testing laboratories is available at
www.osha.gov/dts/otpca/nrtl/index.html.

(29) “Network service” means 2 or more primary distribution
feeders electrically connected on the low voltage side of 2 or more
transformers, to form a single power source for any customer.
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(30) “Parallel operation” means the operation, for longer than
100 milliseconds, of an on−site DG facility while the facility is
connected to the energized distribution system.

(31) “Paralleling equipment” means the generating and pro-
tective equipment system that interfaces and synchronizes a DG
facility with the distribution system.

(32) “Point of common coupling” means the point where the
electrical conductors of the distribution system are connected to
the customer’s conductors and where any transfer of electric
power between the customer and the distribution system takes
place.

(33) “Public utility” has the meaning given in s. 196.01 (5),
Stats.

(34) “Standard application form” means PSC Form 6027 for
Category 1 DG facilities or PSC Form 6028 for Category 2 to 4
DG facilities.

(35) “Standard interconnection agreement” means PSC Form
6029 for Category 1 facilities or PSC Form 6030 for Category 2
to 4 DG facilities.

Note:  A copy of PSC Forms 6027 to 6030 can be obtained at no charge from your
local electric utility or from the Public Service Commission, PO Box 7854, Madison,
WI 53707−7854.

(36) “Telemetry” means transmission of DG operating data
using telecommunications techniques.

(37) “UL” means Underwriters Laboratory.

(38) “Working day” has the meaning given in s. 227.01 (14),
Stats.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

Subchapter II — General Requirements

PSC 119.03 Designated point of contact.  Each public
utility shall designate one point of contact for all customer inqui-
ries related to DG facilities and from which interested parties can
obtain installation guidelines and the appropriate standard com-
mission application and interconnection agreement forms.  Each
public utility shall have current information concerning its DG
point of contact on file with the commission.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.04 Application process for interconnect-
ing DG facilities.  Public utilities and applicants shall complete
the following steps regarding interconnection applications for all
classes of DG facilities, in the order listed:

(1) The public utility shall respond to each request for DG
interconnection by furnishing, within 5 working days, its guide-
lines and the appropriate standard application form.

(2) The applicant shall complete and submit the standard
application form to its public utility.

(3) Within 10 working days of receiving a new or revised
application, the public utility shall notify the applicant whether
the application is complete.

(4) Within 10 working days of determining that the applica-
tion is complete, the public utility shall complete its application
review.  If the public utility determines, on the basis of the applica-
tion review that an engineering review is needed, it shall notify the
applicant and state the cost of that review.  For Categories 2 and
3, the cost estimate shall be valid for one year.  For Category 4, the
time period shall be negotiated but may not exceed one year.  If the
application review shows that an engineering review is not
needed, the applicant may install the DG facility and need not
complete the steps described in subs. (5) to (9).

(5) If the public utility determines on the basis of the applica-
tion review that an engineering review is needed, upon receiving
from the applicant written notification to proceed and receipt of
applicable payment from the applicant, the public utility shall
complete an engineering review and notify the applicant of the
results within the following times:

(a)  Category 1 DG application, 10 working days.

(b)  Category 2 DG application, 15 working days.

(c)  Category 3 DG application, 20 working days.

(d)  Category 4 DG application, 40 working days.

(6) If the engineering review indicates that a distribution sys-
tem study is necessary, the public utility shall include, in writing,
a cost estimate in its engineering review.  The cost estimate shall
be valid for one year and the applicant shall have one year from
receipt of the cost estimate in which to notify the public utility to
proceed, except for a Category 4 DG application, in which case
the time period shall be negotiated, but may not extend beyond
one year.  Upon receiving written notification to proceed and pay-
ment of the applicable fee, the public utility shall conduct the dis-
tribution system study.

(7) The public utility shall within the following time periods
complete the distribution system study and provide study results
to the applicant:

(a)  Category 1 DG application, 10 working days.

(b)  Category 2 DG application, 15 working days.

(c)  Category 3 DG application, 20 working days.

(d)  Category 4 DG application, 60 working days unless a dif-
ferent time period is mutually agreed upon.

(8) The public utility shall perform a distribution system study
of the local distribution system and notify the applicant of findings
along with any distribution system construction or modification
costs to be borne by the applicant.

(9) If the applicant agrees, in writing, to pay for any required
distribution system construction and modifications, the public
utility shall complete the distribution system upgrades and the
applicant shall install the DG facility within a time frame that is
mutually agreed upon.  The applicant shall notify the public utility
when project construction is complete.

(10) (a)  The applicant shall give the public utility the opportu-
nity to witness or verify the system testing, as required in s. PSC
119.30 or 119.31.  Upon receiving notification that an installation
is complete, the public utility has 10 working days, for a Category
1 or 2 DG project, or 20 working days, for a Category 3 or 4 DG
project, to complete the following:

1.  Witness commissioning tests.

2.  Perform an anti−islanding test or verify the protective
equipment settings at its expense.

3.  Waive its right, in writing, to witness or verify the commis-
sioning tests.

(b)  The applicant shall provide the public utility with the
results of any required tests.

(11) The public utility may review the results of the on−site
tests and shall notify the applicant within 5 working days, for a
Category 1 DG project, or within 10 working days, for a Category
2 to 4 DG project, of its approval or disapproval of the intercon-
nection.  If approved, the public utility shall provide a written
statement of final acceptance and cost reconciliation.  Any appli-
cant for a DG system that passes the commissioning test may sign
a standard interconnection agreement and interconnect.  If the
public utility does not approve the interconnection, the applicant
may take corrective action and request the public utility to reex-
amine its interconnection request.

(12) A standard interconnection agreement shall be signed by
the applicant and public utility before parallel operation com-
mences.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.05 Insurance and indemnification.  (1) An
applicant seeking to interconnect a DG facility to the distribution
system of a public utility shall maintain liability insurance equal
to or greater than the amounts stipulated in Table 119.05−1, per
occurrence, or prove financial responsibility by another means
mutually agreeable to the applicant and the public utility.  For a
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DG facility in Category 2 to 4, the applicant shall name the public
utility as an additional insured party in the liability insurance pol-
icy.

Table 119.05−1

Category Generation Capacity
Minimum Liability
Insurance Coverage

1 20 kW or less $300,000

2
Greater than 20 kW to

200 kW
$1,000,000

3
Greater than 200 kW

to 1 MW
$2,000,000

4
Greater than 1 MW to

15 MW
Negotiated

(2) Each party to the standard interconnection agreement shall
indemnify, hold harmless and defend the other party, its officers,
directors, employees and agents from and against any and all
claims, suits, liabilities, damages, costs and expenses resulting
from the installation, operation, modification, maintenance or
removal of the DG facility.  The liability of each party shall be lim-
ited to direct actual damages, and all other damages at law or in
equity shall be waived.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.06 Modifications to the DG facility.  The
applicant shall notify the public utility of plans for any material
modification to the DG facility by providing at least 20 working
days of advance notice for a Category 1 DG facility, 40 working
days for Category 2 DG facility, and 60 working days for a Cate-
gory 3 or 4 DG facility.  The applicant shall provide this notifica-
tion by submitting a revised standard application form and such
supporting materials as may be reasonably requested by the public
utility.  The applicant may not commence any material modifica-
tion to the DG facility until the public utility has approved the
revised application, including any necessary engineering review
or distribution system study.  The public utility shall indicate its
written approval or rejection of a revised application within the
number of working days shown in the table below.  Upon comple-
tion of the application process, a new standard interconnection
agreement shall be signed by both parties prior to parallel opera-
tion.  If the public utility fails to respond in the time specified in
Table 119.06−1, the completed application is deemed approved.

Table 119.06−1

Category
Generation Capacity
after Modification

Working Days for Utility’s
Response to Proposed

Modifications

1 20 kW or less 20

2
Greater than 20 kW

to 200 kW
40

3
Greater than 200

kW to 1 MW
60

4
Greater than 1 MW

to 15 MW
60

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.07 Easements and rights−of−way.  If a pub-
lic utility line extension is required to accommodate a DG inter-
connection, the applicant shall provide, or obtain from others,
suitable easements or rights−of−way. The applicant is responsible
for the cost of providing or obtaining these easements or rights of
way.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.08 Fees and distribution system costs.
(1) Upon receiving a standard application form, the public utility
shall specify the amount of any engineering review or distribution
system study fees.  Application fees shall be credited toward the
cost of any engineering review or distribution system study.  The
applicant shall pay the fees specified in Table 119.08, unless the
public utility chooses to waive the fees in whole or in part.

Table 119.08−1

Category Generation Capacity
Application Review

Fee
Engineering Review

Fee
Distribution System

Study Fee

1 20 kW or less None None None

2 Greater than 20 kW to 200 kW $250 Max. $500 Max. $500

3 Greater than 200 kW to 1 MW $500 Cost based Cost based

4 Greater than 1 MW to 15 MW $1000 Cost based Cost based

(2) The public utility may recover from the applicant an
amount up to the actual cost, for labor and parts, of any distribu-
tion system upgrades required.  No public utility may charge a
commissioning test fee for initial start−up of the DG facility.  The
utility may charge for retesting an installation that does not con-
form to the requirements set forth in this chapter.

(3) Costs for any necessary line extension shall be assessed
pursuant to s. PSC 113.1005.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.09 Disconnection.  A public utility may refuse
to connect or may disconnect a DG facility from the distribution

system only under any of the following conditions:

(1) Lack of approved standard application form or standard
interconnection agreement.

(2) Termination of interconnection by mutual agreement.

(3) Non−compliance with the technical or contractual require-
ments.

(4) Distribution system emergency.

(5) Routine maintenance, repairs, and modifications, but only
for a reasonable length of time necessary to perform the required
work and upon reasonable notice.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.
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PSC 119.10 One−line schematic diagram.  (1) The
applicant shall include a one−line schematic diagram with the
completed standard application form.  ANSI symbols shall be
used in the one−line schematic diagram to show the following:

(a)  Generator or inverter.

(b)  Point where the DG facility is electrically connected to the
customer’s electrical system.

(c)  Point of common coupling.

(d)  Lockable interconnection disconnect switch.

(e)  Method of grounding, including generator and transformer
ground connections.

(f)  Protection functions and systems.

(2) The applicant shall include with the schematic diagram
technical specifications of the point where the DG facility is elec-
trically connected to the customer’s electrical system, including
all anti−islanding and power quality protective systems.  The
specifications regarding the anti−islanding protective systems
shall describe all automatic features provided to disconnect the
DG facility from the distribution system in case of loss of grid
power, including the functions for over/under voltage, over/under
frequency, overcurrent, and loss of synchronism.  The applicant
shall also provide technical specifications for the generator, lock-
able interconnection disconnect switch, and grounding and shall
attach the technical specification sheets for any certified equip-
ment.  The applicant shall include with the schematic diagram a
statement by the manufacturer that its equipment meets or exceeds
the type tested requirements for certification.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.11 Control schematics.  For equipment not
certified under s. PSC 119.26, the applicant shall include with the
application a complete set of control schematics showing all pro-
tective functions and controls for generator protection and dis-
tribution system protection.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.12 Site plan.  For all categories, the applicant
shall include with the application a site plan that shows the loca-
tion of the interconnection disconnect switch, adjoining street
name, and the street address of the DG facility.  For Category 2,
3, or 4 DG facilities, the site plan shall show the location of major
equipment, electric service entrance, electric meter, interconnec-
tion disconnect switch, and interface equipment.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

Subchapter III — Design Requirements

PSC 119.20 General design requirements.  (1) The
applicant shall install protection devices to ensure that the current
supplied by the DG facility is interrupted if a fault or other poten-
tially dangerous event occurs on the distribution system.  If such
an event occurs and the public utility’s distribution system is de−
energized, any DG facility that is connected to this distribution
system shall automatically disconnect.  All DG facilities shall uti-
lize protection devices that prevent electrically closing a DG facil-
ity that is out of synchronization with the distribution system.

(2) All installations shall include equipment circuit breakers,
on the DG facility side of the point where the DG facility is electri-
cally connected to the customer’s electrical system, that are capa-
ble of interrupting the maximum available fault current.  Equip-
ment circuit breakers shall meet all applicable UL, ANSI, and
IEEE standards.

(3) The public utility may require that the applicant furnish
and install an interconnection disconnect switch that opens, with
a visual break, all ungrounded poles of the interconnection circuit.
The interconnection disconnect switch shall be rated for the volt-
age and fault current requirements of the DG facility, and shall
meet all applicable UL, ANSI, and IEEE standards.  The switch

enclosure shall be properly grounded.  The interconnection dis-
connect switch shall be accessible at all times, located for ease of
access to public utility personnel, and shall be capable of being
locked in the open position.  The applicant shall follow the public
utility’s recommended switching, clearance, tagging, and locking
procedures.

Note:  Provisions of the Wisconsin Electrical Safety Code, Volume 2, ch. SPS 316
also apply to these installations.

(4) The applicant shall label the interconnection disconnect
switch “Interconnection Disconnect Switch” by means of a per-
manently attached sign with clearly visible and permanent letters.
The applicant shall provide and post its procedure for disconnect-
ing the DG facility next to the switch.

(5) The applicant shall install an equipment grounding con-
ductor, in addition to the ungrounded conductors, between the DG
facility and the distribution system.  The grounding conductors
shall be available, permanent, and electrically continuous, shall be
capable of safely carrying the maximum fault likely to be imposed
on them by the systems to which they are connected, and shall
have sufficiently low impedance to facilitate the operation of
overcurrent protection devices under fault conditions.  All DG
transformations shall be multi−grounded.  The DG facility may
not be designed or implemented such that the earth becomes the
sole fault current path.

Note:  Grounding practices are also regulated by the Wisconsin Electrical Safety
Code Volumes 1 and 2, as found in chs. SPS 316 and PSC 114.

(6) (a)  Certified paralleling equipment shall conform to UL
1741 (January 17, 2001 Revision) or an equivalent standard as
determined by the commission.

(b)  Non−certified paralleling equipment shall conform to the
requirements of IEEE 1547.

Note:  The UL standards are available at http://ulstandards.ul.com, and IEEE stan-
dards are available at http://ieee.org.  They may also be viewed at the PSCW Library,
610 N. Whitney Way, Madison, WI.

(7) (a)  All Category 1 and 2 DG facilities shall be operated at
a power factor greater than 0.9.

(b)  All Category 3 and 4 DG facilities shall be operated at unity
power factor or as mutually agreed between the public utility and
applicant.

(8) The DG facility shall not create system voltage or current
disturbances that exceed the standards listed in subch. VII of ch.
PSC 113.

(9) The applicant shall protect and synchronize its DG facility
with the distribution system.

(10) Each DG facility shall include an automatic interrupting
device that is listed with a nationally recognized testing laboratory
and is rated to interrupt available fault current.  The interrupting
device shall be tripped by any of the required protective functions.

(11) An applicant for interconnection of a Category 3 or Cate-
gory 4 facility shall provide test switches as specified by the public
utility, to allow for testing the operation of the protective functions
without unwiring or disassembling the equipment.

(12) The public utility may require a DG facility to be isolated
from other customers by installation of a separate power trans-
former. When a separate transformer is required, the utility may
include its actual cost in the distribution system upgrade costs.
The applicant is responsible for supplying and paying for any cus-
tom transformer.  This requirement does not apply to an induc-
tion−type generator with a capacity of 5 kW or less, or to other
generating units of 10 kW or less that utilize a line−commutated
inverter.

(13) The owner of a DG facility designed to operate in parallel
with a spot or secondary network service shall provide relaying or
control equipment that is rated and listed for the application and
is acceptable to the public utility.

(14) For a Category 3 or Category 4 DG facility, the public
utility may require that the facility owner provide telemetry equip-
ment whose monitoring functions include transfer−trip function-

https://docs.legis.wisconsin.gov/document/statutes/35.93
https://docs.legis.wisconsin.gov/document/statutes/35.93
https://docs.legis.wisconsin.gov/document/cr/2003/3
https://docs.legis.wisconsin.gov/document/register/577/B/toc
https://docs.legis.wisconsin.gov/document/administrativecode/PSC%20119.26
https://docs.legis.wisconsin.gov/document/cr/2003/3
https://docs.legis.wisconsin.gov/document/register/577/B/toc
https://docs.legis.wisconsin.gov/document/cr/2003/3
https://docs.legis.wisconsin.gov/document/register/577/B/toc
https://docs.legis.wisconsin.gov/document/administrativecode/ch.%20SPS%20316
https://docs.legis.wisconsin.gov/document/administrativecode/ch.%20SPS%20316
https://docs.legis.wisconsin.gov/document/administrativecode/ch.%20PSC%20114
http://ulstandards.ul.com
http://ieee.org
https://docs.legis.wisconsin.gov/document/administrativecode/subch.%20VII%20of%20ch.%20PSC%20113
https://docs.legis.wisconsin.gov/document/administrativecode/subch.%20VII%20of%20ch.%20PSC%20113
https://docs.legis.wisconsin.gov/document/administrativecode/subch.%20VII%20of%20ch.%20PSC%20113


115  PSC 119.40PUBLIC SERVICE COMMISSION

Published under s. 35.93, Wis. Stats., by the Legislative Reference Bureau.

Published under s. 35.93, Stats. Updated on the first day of each month.  Entire code is always current.  The Register date on each page

is the date the chapter was last  published. Register January 2017 No. 733

ality, voltage, current, real power (watts), reactive power (vars),
and breaker status.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.25 Minimum protection requirements.
(1) Each DG facility shall include protection and anti−islanding
equipment to prevent the facility from adversely affecting the reli-
ability or capability of the distribution system.  The applicant shall
contact the public utility to determine any specific protection
requirements.

(2) The protective system functions, which may be met with
microprocessor−based multifunction protection systems or dis-
crete relays, are required.  Protective relay activation shall not
only alarm but shall also trip the generator breaker/contactor.

(3) In addition to anti−islanding protection, a DG facility shall
meet the following minimum protection requirements:

(a)  A Category 1 DG facility shall include:

1.  Over/under frequency function.

2.  Over/under voltage function.

3.  Overcurrent function.

4.  Ground fault protection.

(b)  A Category 2, 3, or 4 DG facility shall include:

1.  Over/under frequency function.

2.  Over/under voltage function.

3.  Overcurrent function.

4.  Ground fault protection.

5.  Synchronism check function.

6.  Other equipment, such as other protective devices, supervi-
sory control and alarms, telemetry and associated communica-
tions channel, that the public utility determines to be necessary.
The public utility shall advise the applicant of any communica-
tions requirements after a preliminary review of the proposed
installation.

(4) A DG facility certified pursuant to s. PSC 119.26 shall be
deemed to meet the requirements of this section.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

Subchapter IV — Equipment Certification

PSC 119.26 Certified paralleling equipment.  DG par-
alleling equipment that a nationally recognized testing laboratory
certifies as meeting the applicable type testing requirements of UL
1741 (January 17, 2001 revision) is acceptable for interconnec-
tion, without additional protection systems, to the distribution
system.  The applicant may use certified paralleling equipment for
interconnection to a distribution system without further review or
testing of the equipment design by the public utility, but the use
of this paralleling equipment does not automatically qualify the
applicant to be interconnected to the distribution system at any
point in the distribution system.  The public utility may still
require an engineering review to determine the compatibility of
the distributed generation system with the distribution system
capabilities at the selected point of common coupling.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.27 Non−certified paralleling equipment.
(1) Any DG facility that is not certified under s. PSC 119.26 shall
be equipped with protective hardware or software to prevent
islanding and to maintain power quality.  The applicant shall pro-
vide the final design of this protective equipment.  The public util-
ity may review and approve the design, types of protective func-
tions, and the implementation of the installation.  The applicant
shall own the protective equipment installed at its facility.

(2) The applicant shall calibrate any protective system
approved under sub.(1) to the specifications of the public utility.
The applicant shall obtain prior written approval from the public
utility for any revisions to specified protection system calibra-
tions.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

Subchapter V — Testing of DG Facility Installations

PSC 119.30 Anti−islanding test.  The public utility may
perform an anti−islanding test or observe the automatic shutdown
before giving final written approval for interconnection of the DG
facility.  The anti−islanding test requires that the unit shut down
upon sensing the loss of power on the distribution system. This
can be simulated by either removing the customer meter or open-
ing a disconnection switch while the generator is operating. Volt-
age across the customer side of the meter or disconnection switch
shall be measured and must be observed to reduce to zero within
two seconds after disconnection. The test shall be conducted with
the generation as close to its full output as possible. If a voltage
is sustained after the disconnection, approval of the installation
shall not be given until corrective measures are taken with a subse-
quent successful shutdown test.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.31 Commissioning tests for paralleling
equipment in Categories 2 to 4.  The public utility shall pro-
vide the acceptable range of settings for the paralleling equipment
of a Category 2, 3, or 4 DG facility.  The applicant shall program
protective equipment settings into this paralleling equipment.
The public utility may verify the protective equipment settings
prior to allowing the DG facility to interconnect to the distribution
system.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.32 Additional test.  The public utility or appli-
cant may, upon reasonable notice, re−test the DG facility installa-
tion.  The party requesting such re testing shall bear the cost of the
re tests.

History:  CR 03−003: cr. Register January 2004 No. 577, eff. 2−1−04.

PSC 119.40 Right to appeal.  The owner of a generating
facility interconnected or proposed to be interconnected with a
utility system may appeal to the commission should any require-
ment of the utility service rules filed in accordance with the provi-
sions of this chapter be considered excessive or unreasonable.
Such appeal will be reviewed and the customer notified of the
commission’s determination.

History:  CR 03−003: renum. from PSC 113.0208 and am. Register January 2004
No. 577, eff. 2−1−04.
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PUBLIC SERVICE COMMISSION OF WISCONSIN 
Memorandum 
 
November 18, 2021 
 
FOR COMMISSION AGENDA 
 
TO:  The Commission  

FROM:  Martin R. Day, Administrator 
Joe Fontaine, Policy Advisor 
Division of Energy Regulation and Analysis 

 

RE:  In the Matter of Rulemaking to Update Wisconsin 
Administrative Code Chapter PSC 119 for Interconnecting 
Distributed Generation Facilities 

1-AC-256 

Appointment of Advisory Committee Members 
 
Suggested Minute: The Commission (approved/approved with modifications/did not approve) 

the updated roster of representatives serving on the Advisory Committee to update the 
interconnection rules in Wis. Admin. Code ch. PSC 119, and directed Commission 
staff to draft correspondence consistent with the Commission’s determination. 

Wisconsin Stat. § 227.13 provides that an agency may appoint a committee of experts, 

interested persons, or representatives of the public to advise it with respect to any contemplated 

rulemaking.  Pursuant to that statute, the committee would have advisory powers only and would 

assist in the drafting of the rules for the Commission’s consideration and approval. 

At its open meeting of April 29, 2021, the Commission approved the appointment of 

representatives to serve on an advisory committee to update the interconnection rules in Wis. 

Admin. Code ch. PSC 119.  (PSC REF#: 410978.)  At its open meeting of July 22, 2021, the 

Commission approved an updated roster of representatives, which provided replacements for 

committee members leaving employment at the organizations under which they were appointed, 

and added alternate members requested by several participating organizations.  (PSC REF#: 

417860.)  Since July, additional committee members have left employment at the organizations 
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under which they were appointed, and those organizations have requested replacement members 

to ensure they maintain full representation on the committee. 

Wisconsin Stat. § 227.13 requires that the Commission approve and appoint additional 

and new members to the advisory committee.  Therefore, additional updates to the committee 

roster and Commission approval are appropriate to enable the participation of new members in 

the Commission’s ongoing work.  Commission staff has worked with committee members to 

confirm all proposed changes to committee membership.  Attached is an updated proposed 

committee roster, with new appointments identified in italics. 

Commission Alternatives 

 Alternative One:  Approve the proposed roster update for the Wis. Admin. Code 

ch. PSC 119 Advisory Committee and direct Commission staff to draft correspondence 

confirming committee appointments. 

 Alternative Two:  Approve the proposed roster update for the Wis. Admin. Code 

ch. PSC 119 Advisory Committee with modifications, and direct Commission staff to draft 

correspondence confirming committee appointments consistent with the Commission’s 

discussion. 

 Alternative Three:  Do not approve the proposed roster update for the Wis. Admin. 

Code ch. PSC 119 Advisory Committee.  

MRD:JF:jlt:cmb:DL: 01831170 
 
Attachment 
 
Key Background Documents 
04/29/2021 Minutes for Commission Open Meeting - PSC REF#: 410978 
07/22/2021 Minutes for Commission Open Meeting - PSC REF#: 417860 
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ROSTER 
 

ADVISORY COMMITTEE FOR RULEMAKING TO UPDATE WIS. ADMIN. CODE CH. PSC 119, 
RULES FOR INTERCONNECTING DISTRIBUTED GENERATION FACILITIES 

 
Organization Member Email Alternate(s) Email 
Alliant Energy Tyson Cook TysonCook@alliantenergy.com Derek Wagner, 

Jim Krier 
DerekWagner@alliantenergy.com; 
JimKrier@alliantenergy.com   

Arch Electric Dan 
Steinhardt 

dan@archelec.com 

  

Citizens Utility Board of 
Wisconsin (CUB) 

Corey 
Singletary 

singletary@cubwi.org 

  

Eland Electric Jesse 
Michalski 

jessemi@elandelectric.com 

  

Faith Technologies Steve Nieland Steve.Nieland@energybyentech.com Dustin Scaife Dustin.Scaife@energybyentech.com 

Generac Brian 
Baughman 

brian.baughman@generac.com Andrew Cote andrew.cote@generac.com 

L&S Technical Associates Larry Krom LK@lstechnical.com 

  

Madison College Ken Walz kwalz@madisoncollege.edu Joel Shoemaker jbshoemaker@madisoncollege.edu 

Madison Gas and Electric 
Company (MGE) 

Dave Toso dtoso@mge.com Aaron Lindgren alindgren@mge.com  

Midwest Renewable Energy 
Association (MREA) 

Nick Matthes matthes@midwestrenew.org Nick Hylla nickh@midwestrenew.org 

Midwest Tribal Energy 
Resource Association 

Mike Troge mtroge.mt@gmail.com Sara Drescher Sara.drescher@fcpotawatomi-nsn.gov 

Municipal Electric Utilities 
of Wisconsin (MEUW) 

Nick Kumm kumm@marshfieldutilities.org 

  

Northern States Power 
Company-Wisconsin 
(NSPW) 

Ed Shannon Ed.Shannon@ulteig.com Tyrel Zich, 
Edward Auth, 
Matthew Hagen, 
Dean Schiro, 
Callie Walsh 

Tyrel.Zich@xcelenergy.com;  
Edward.T.Auth@xcelenergy.com; 
Matthew.M.Hagen@xcelenergy.com;  
Dean.E.Schiro@xcelenergy.com;  
Callie.K.Walsh@xcelenergy.com 

mailto:TysonCook@alliantenergy.com
mailto:DerekWagner@alliantenergy.com
mailto:JimKrier@alliantenergy.com
mailto:dan@archelec.com
mailto:singletary@cubwi.org
mailto:jessemi@elandelectric.com
mailto:Steve.Nieland@energybyentech.com
mailto:Dustin.Scaife@energybyentech.com
mailto:brian.baughman@generac.com
mailto:andrew.cote@generac.com
mailto:LK@lstechnical.com
mailto:kwalz@madisoncollege.edu
mailto:jbshoemaker@madisoncollege.edu
mailto:dtoso@mge.com
mailto:alindgren@mge.com
mailto:matthes@midwestrenew.org
mailto:nickh@midwestrenew.org
mailto:mtroge.mt@gmail.com
mailto:Sara.drescher@fcpotawatomi-nsn.gov
mailto:kumm@marshfieldutilities.org
mailto:Ed.
mailto:Tyrel.Zich@xcelenergy.com
mailto:Edward.T.Auth@xcelenergy.com
mailto:Matthew.M.Hagen@xcelenergy.com
mailto:Dean.E.Schiro@xcelenergy.com
mailto:Callie.K.Walsh@xcelenergy.com


 

2 

Organization Member Email Alternate(s) Email 
RENEW Wisconsin Michael 

Vickerman 
mvickerman@renewwisconsin.org Jim Boullion jim@renewwisconsin.org 

Slipstream Frank Greb fgreb@slipstreaminc.org Scott Hackel, 
Lee Shaver 

shackel@slipstreaminc.org; 
lshaver@slipstreaminc.org 

Sunvest Adam Gusse adamg@sunvest.com 

  

Wisconsin Electric 
Cooperatives Association 
(WECA) 

Craig Buros cburos@vernonelectric.org 

  

Wisconsin Electric Power 
Company (WEPCO) 

Ann Wendt ann.wendt@wecenergygroup.com David Nestler david.nestler@wecenergygroup.com 

Wisconsin Public Service 
Corporation (WPSC) 

Jason 
Kollwelter 

jason.kollwelter@we-energies.com Corey Kuchta corey.kuchta@wisconsinpublicservice.
com 

WPPI Energy Eric Kostecki ekostecki@wppienergy.org Chris Chartier cchartier@wppienergy.org 
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